Installation of a compact, variable-energy cyclotron in a hospital and preliminary results obtained.
The setting up of a compact, variable-energy cyclotron within a preexisting hospital structure and the way by which have been resolved the setted technical restraints are described. Some preliminary results obtained are also given.